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SEE NCTE 3

SEE NOTE 1 (TYP.)—/

SEE NOTE 2 (TYP)

a6—

WHERE RAPTOR PRATECTION 1S
REQUIRED INSTALL ELEVATED
PERCH - HUGHES BROTHERS
BZ250Z2—13C — WHEN DISTANCE
ETWEEN INSULATORS IS LESS
THAN &5°-C"

RHW-2 INSULATED, GOPPER GDNDUGTDR

SIZED PER NESC RULE as3

20'-0" (MIN.)

(MIN

&@—

CSP_TRANSFORMER

INSTALLATION DETAIL

SCALE: NONE

BOND TRANSFORMER CASE AND DISTRIBUTION
SURGE ARRESTORS O OVERHEAD STATIC
GROUND WIRE PER NESC B97A1

GENERAL NOTES:

4

. WHERE WILDUFE/RAFTOR PROTECTION IS REOUIRED USE NON-SHIELDED

15kV INSULATED CABLE FOR CONNECTICNS TG TRANSFORMER PRIMARY
BUSHINGS.

. WHERE WILDLIFE/RAFTOR PROTECTION IS REQUIRED F‘RUVIDE BUSHING

COVERS SIMILAR TC+ PREFORMED LINE PRODUCTS #WP-CS|

. WHERE WILDLIFE/RAPTGR PROTECTION IS REQUIRED GROUNDING DOWN

CONDUCTOR SHALL BE INSULATED FROM OVERHEAD SHIELD WIRE TO
3'-0" BELOW TRANSFORMER.

. STAPLES ON GROUND WIRE SHALL BE 2- APART EXCEPT FOR A

DISTANCE OF 8'-0" ABDVE DROUND AND 8—0 FROM TP QF PGLE
WHERE THEY SHALL BE & AFART.
EQUIPMENT ITEM NUMBERS [@] REFER TC EQUIPMENT NUMBERS IN

LANL SUPFORT SERVICES TONTRACTOR'S MASTER BILL OF MATERIALS.
QONLY THQSE NUMBERS USED ON THIS DRAWING ARE SHOWN.

BILL OF MATERIALS

—
|
<

DESCRIPTION QTY| MFR. CATALOG No.

SPRING WASHER, 5/3" SIZE

2 | JOSLYN #4177

CRIMP CONNECTQR

1 | HYTAP

LOW VOLTAGE STEEL PIN, 5/8% 8" HEGHT 2 JOSLYN #42072

PIN INSULATOR, ANSI CLASS 55-5

2 | vEToR #BR

MACHINE BOLT, 5/8 X 147

1 JOSLYN #4BB14

CLAMP, HOT LINE, FOR ACSR

Z | CHANCE #51530-AGP

HAT LINE CLAMP ADAPTER, 1/0—4/0 ACSR 2 | FCI-BURNDY #YCB-28U26
NQ. 1/0 BARE COFPER WIRE, 7 STRAND AS

REQD
GROUND WIRE STAPLE, 2° AS [ JOSLYN #J8655

REQ'D

TRANSFORMER, TSP CLASS A, 14,400/120/24D LV 1

TRANSFORMER MQUNTING BRAGKETS

ALUMAFDRM

GROUND ROD, 3/4" X 8°

2 | JOSLYN #J5338

GROLUND ROD CLAMP, HEX HEAD, 3/4F

2 | JOSLYN #JB403

CLEVIS, WITH INSULATOR

1 JGSLYN #4a342/4101

SERVICE WEDGE CLAMP

THOMAS & BETTS/BLACKBURN

w621
HOT LINE GLAMP BAL FOR COPPER 2 ;‘;‘g%g & BETTS/BLACKEURN
EOMPRESSION TAR, 1/a To $2 SOLID BAPPER 2 ;C"%ng_f BETTS /BLACKEURN
COMFRESSION TAP, 2/0 TD #2 SOLID COPPER 2 ",;'c"?__ﬁf‘gf_f BETTS/BLACKBURN

B slislellslslaslcllsselslisislisialele)

SERVICE DRCF CABLE, TRIPLEX

AS | SELECT BASED ON TRANS—
REQ'D| FORMER SIZE

* USE ITEM 73 AND 74- DR 75 FOR
COPPER CONDUCTO
USE ITEM 28 FOR AOSR CONDUCTORS,
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b NOTES FOR DESIENER:
(DD NAT INCLUDE ON CENSTRUCTION
DRAWINE)

1.

2. ASSKGN AN APPROPRIATE DRAWNG
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COMPLY WITH GCURRENT EDATION QF
LANL DRAFTING MANVAL FOR CALL.

N DATE REV PESCRPTON DWN |VER|CHKD| SUB | APP

OUTS PRO L ANO LOCATION ©F
SCHEDULES /MATERIAL.

NUMBER PER CURRENT EDITION OF
LANL DRAFTING MANUAL PRCTCCOL
FCR DETAILS,
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A\ FACILITY & WASTE OPERATIONS
e SYSTEMS ENGINEERING & MAINTENANCE
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LANL ENGINEERING MANUAL ORAVN

M. BAKER

SITE ELECTRICAL DISTRIBUTION STDS.

DECEN D. BRYANT

DISTRIBUTION CHETKED
TSP TRANSFORMER INSTALLATKIN DETAIL J: LANDNAN

DRAWING DEVELOFED FOR ML-3/ML—4
PRQJECTS. FOR ML—1/ML-2,
ADDITIONAL REQUIREMENTS AND QA
REVIEWS ARE REQUIRED. (REMQVE
THIS NOTE WHEN INSERTED INTO A
DRAWING PACKAGE).
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